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O Messages U2 SA Flow Secondary Air flow 30-Apr-04 09: 39: 58

¢62S¢0 Ldl

Pulv Pulv PA / SA DAMPER WB SA FLOW Unit 2
Burner SA Flow Measurment
on/off D/P Position Press Average
2EB 2ED 2E4 2E3 2E2 2E1
E ON 17.3 81.8 71.2% 3.8 105. 97.| 115.| 109.| 108.| 102. 94,
2A6 2A5 2A4 2A3 2A2 2A1
A ON 16.6 84.7 72.0% 3.7 101. 95. 77. 107.| 106.| 117. 98.
2Fb 2F5 2F4 2F3 2F2 2F1
F ON 16.6 80.3 71.1% 3.6 107. 108.( 117.| 102.| 108. 98.| 101.
2B6 2B5 2B4 2B3 2B2 2B1
B ON 17.4 73.1 71.6% 3.2 101. 110.| 109. 94.| 116. 72. 103.
FRONT WALL (looking North)
(Total Air83.3 %) Coal Flow362.9 TPH
206 205 2D4 203 2D2 2D1
D ON 12.0 74.8 795.8% 3.4 104. 104.| 106.| 104. 99.| 107.| 100.
2H6 2H5 2H4 2H3 2H2 2H1
H OFF 0.0 0.0 21.8% 0.0 CalcF 49, 46. 47 . 51. 46 . 45,
2C6 2CH 2C4 2C3 2C2 2C1
C ON 16.8 78.1 76.0% 4.0 104. 104.| 102. 96.( 101.| 111.] 103.
266 2G5 2G4 263 262 261
G ON 13.3 72.5 71.8% 2.8 91. 86. 83. 94. 86. 97. 96.
PA Duct Pr44.1 INWC 02 % 3.22 E/ 2.71W REAR WALL (looking North)
SA Duct Pr3.1E/3.2W NOx 0.361b/mBtu  SA WB Temp 706.E/ 711.W Load 952. MW
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